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1.  CHANGES TO DRAWINGS. 
 
 REVISED DRAWINGS (NOT ISSUED).  Following are revisions made to the drawings listed.  These drawings 
will not be issued with this amendment but will be furnished to the successful  offeror at the time of award of the 
contract. 
 

(1)  Sheet No. C-4.  At Zone F5, add two (2) new door stoops on east end of Pumphouse, one near the 
north corner and one near the south corner, as shown on attached sketch SK-A1.  At Zones F/G5 move 
the north/south oriented sidewalk 5 feet away from the edge of the Pumphouse, and add “5’ (1.52m)” 
dimension showing location. 
 
(2)  Sheet No. C-10.  At Zone F5, add two (2) new door stoops on east end of Pumphouse, one near the 
north corner and one near the south corner, as shown on attached sketch SK-A1.  Add spot elevations of 
9.90 at edge of north stoop.  At Zones F/G5 move the north/south oriented sidewalk 5 feet away from the 
edge of the Pumphouse, adjust spot elevation 9.40 to read 9.75. 
 
(3)  Sheet No. S-10.  At Zones F4/5/6, add a new door, interior landing pad and door stoop on the 
northeast corner of the Pumphouse (similar to those at the door west of column A:2).  Move the single 
door shown south of the overhead door, to the southeast corner of the building.  Provide interior landing 
pad and door stoop at this new location.  Revise the ramp and stoop for the overhead door.  See Sketch 
SK-S1. 
 
(4)  Sheet No. S-12.  At Zone H3, Section 6, revise the foundation depth below top of slab from 2’-0” to 
1’-6”. 
 
(5)  Sheet No. S-13.  At Zone D1, Section 7, change this section number from 7 to 8. At Zone C2, revise 
section cut from “8/S-13/S-13” to “9/S-13/S-13”, and add note “FOR ROWS 5:C AND 5:D”.  At this 
same zone add another section cut “3/S-13/S-21” and note “FOR ROW 6:D ONLY” adjacent to section 9 
from above.  At Zone H1, Section 8, change this section number from 8 to 9. 
 
(6)  Sheet No. S-19.  At Zone E4, revise “SECTION 3/S-19/S-19” to “SECTION 3/S-19/13 SIMILAR”. 
 
(7)  Sheet No. S-21.  At Zone F4, revise callout note for footing at row D:6 from “...SEE SECTION 7/S-
13” to “...SEE SECTION 8/13”. 
 
(8)  Sheet No. S-23.  At Zone F4, revise arrowhead location for “CJ TYP ALL AROUND PIT...” note to 
point to the first outside line around the pit perimeter. 
 
(9)  Sheet No. A-1.  At Zones F3/4/5, add new door, “1/08”, at northeast corner of Pumphouse and 
relocated door “1/04” to southeast corner as shown on attached sketch SK-A1. 
 
(10)  Sheet No. A-3.  At Zones A/B/C2, East Elevation 3, add door near north corner and relocated 
existing door near south corner as shown on attached sketch SK-A2. 
 
(11)  Sheet No. A-6.  At Zone A5, DOOR SCHEDULE – PUMP BUILDING, add line after Door No. 
“1/07”; the new door number is “1/08” and has the same specifications as “1/07”. 
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(12)  Sheet No. E-13. Move type ERX and C light fixtures (and door) at drawing coordinates H4 to 
positions centered over new location of door at drawing coordinates H2.  Move ER light fixture near 
drawing coordinates G6 to position centered over new door being added near drawing coordinates H6, 
and make fixture ERX type.  Add exterior light fixture  type C over same door.  Connect to exterior 
lighting circuit PA-8 using 3/4” galvanized rigid steel conduit and extended from relocated type C fixture 
over door at drawing coordinates H2.  Provide conduit seals where entering/leaving hazardous areas.  See 
Sketch SK-A1 for new door locations. 

 
2.  The proposal due date of June 20, 2002, 2:00 P.M. , Hawaiian Standard Time, remains unchanged. 
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